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NOTES:

TO BE 1" SHORTER THAN THE HEIGHT OF THE BOX AND

ROD FOR BOX APPROXIMATELY 47'.

. VOLUME FOR ONE BLOCK= 0.333 CUBIC FEET WEIGHT OF ONE

BLOCK= APPROX IMATELY 50 LBS. FOR ALL FOUR BLOCKS,  WEIGHT= 200 LBS BEARING AREA

ON SOIL= 576 SQUARE INCHES.

 ONE UNDER CORNTER OF BOX.

NO.2 CRUSHED STONE OR GRAVEL

RODS PLACED HORIZONTALLY IN SQUARES 16-1 / 4" X 14" 

ON PLAN VIEW,  ONE FOR EVERY 3" OF HEIGHT 

OF BOX. VERTICAL RISER ARE  SHALL BE

OF THE BOX  

NOTES:

CONCRETE BLOCK FOOTING SKETCH SHOWING PLACEMENT OF 
CONCRETE BLOCK FOOTINGS NOT TO

SCALE.
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